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1. ALL WORK SHALL BE PERFORMED DURING NORMAL BUSINESS HOURS OF 8:00 AM f._ DRAWINGS AND SPECIFICATIONS ARE ONLY TO DEPICT GRAPHICALLY THE
430 PM. EXCEPT SATURDAY. SUNDAY AND HOLIDAYS. UNLESS APPROVED IN GENERAL NATURE OF THE WORK AND SHOW THE GENERAL EXTENT OF THE SECTIONS 1. SEE SHEET AE704 FOR EQUIPMENT SCHEDULE.
- 4:30 PM, EXCEPT SATURDAY, SU S, UNLESS APPRO PROJECT, AND DO NOT NECESSARILY INDICATE OR DESCRIBE ALL WORK REQUIRED SELTIONS ROOM INDICATION LINETYPE SYMBOLS
ADVANCE BY THE CONTRACTING OFFICER. FOR FULL PERFORMANCE AND COMPLETION OF THE REQUIREMENTS, NOR DO 5 SEE SHEET AE701 FOR DOOR SCHEDULE.
2 THE CONTRACTOR MAY BE REQUIRED TO WORK OFF HOURS AND OVERTIVE T THEY SHOW ALL OF THE CONDITIONS WHICH MAY BE ENCOUNTERED TO e ACOUSTICAL TILE ROOMNAME —— ROOM NAME
PROPERLY EXECUTE THE WORK. ON THE BASIS OF THE GENERAL SCOPE 3. SEE SHEET AE701 FOR WINDOW SCHEDULE. 1 1
COMPLETE OR CONSTRUCT PORTIONS OF THIS WORK IN COMPLIANCE WITH THE 101 = ROOMNUMBER
CONTRACT STIPULATED TIE PRRIOD OR AS DIRECTED BY. THE CONTRACTING INDICATED OR DESCRIBED, THE CONTRACTOR SHALL FURNISH ALL WORK ITEMS
OFFICER AT NO ADDITIONAL COST TO THE GOVERNMENT. REQUIRED FOR THE PROPER EXECUTION AND COMPLETION OF THE WORK. ALUMINUM (3/4 SCALE OR LARGER) 4. SEE SHEET AE702 FOR TOILET ACCESSORY SCHEDULE.
————— EXISTING COLUMN GRID
3. CONTRACTOR SHALL COMPLY WITH THE LATEST EDITIONS OF ALL OSHA %ONFlg);zSnAI\TJEolEN\/TvEm EJTL%ERﬁ?gST EQSIN%%%%'}"SED'\:E%S%ROA\\,LELR%FSKTTY%E %'FN 5. SEE SHEET AE704 FOR FINISH SCHEDULE. NORTH ARROW | DENOTED WITH AN E/
REGULATIONS AND REQUIREMENTS AT THEIR OWN EXPENSE. BATT OR BLANKET INSULATION — PREFIX
WORK AND OCCUPANCY. N N T R
4. CONTRACTOR SHALL BE RESPONSIBLE TO VERIFY ON SITE, THE LOCATIONS OF
: 3. THE CONTRACTOR SHALL NOT RELY ON THE ARCHITECT SITE VISITS TO COLUMN GRID
EXISTING UTILITIES, EXISTING CONDITIONS, FIELD MEASUREMENTS AND DIMENSIONS, DISCOVER DEFECTS AND DEFICIENGIES IN THE WORK. THE CONTRACTOR SHALL Ay BRASS OR BRONZE (3/4 SCALE OR LARGER) | | f
AND QUANTITIES. DETERMINE THAT THE WORK IS BEING PERFORMED IN COMPLIANCE WITH THE - -t 4 —
5. THE CONTRACTOR SHALL BE RESPONSIBLE TO VERIFY THE LOCATION, (DEPTH, CONTRACT DOCUMENTS. — CERAMIC OR QUARRY TILE
DIRECTION, SIZE) OF ALL EXISITNG UTILITIES IN THE VICINITY OF THE WORK AREA. THE 4. THE CONTRACTOR SHALL COMPLY WITH THE OWNER PROCEDURES / ARCHITECTURAL GENERAL NOTES SITE PLAN NORTH ARROW
CONTRACTOR SHALL REPAIR ANY UTILITY DISRUPTED, BROKEN, OR OTHERWISE
REQUIREMENTS FOR ELEVATOR USE, RUBBISH REMOVAL, LOADING DOCK, —— e e o e ()T OF WORK
RENDERED NON-FUNCTIONAL DUE TO THE WORK PERFORMED AT NO ADDITIONAL PROTECTION OF EXISTING CONSTRUCTION. AND ANY OTHER WORK WHICH WILL AL CONCRETE
COST TO THE GOVERNMENT. AFFECT OTHER TENANTS OR OTHER PARTS OF THE BUILDING. THE CONTRACTOR L 1. PROJECT MANUAL, DRAWINGS AND ADDITIONAL OWNER PROVIDED INFORMATION NORTH
SHALL BE RESPONSIBLE FOR ARRANGING ELEVATOR AND/OR LOADING DOCK USE DESCRIBE THE EXTENT OF THE WORK. DRAWINGS AND SPECIFICATIONS ARE INTENDED — — PROPERTY LINE
6. THE CONTRACTOR SHALL IDENTIFY ANY NON-FUNCTIONING UTILITY/SYSTEM, FOR DELIVERY OF MATERIALS WITH THE OWNER CONCRETE MASONRY UNIT TO BE COMPLIMENTARY. ANY WORK EXHIBITED IN EITHER OF THEM WHETHER IN THE
PRIOR TO THE START OF WORK TO THE CONTRACTING OFFICER. IDENTIFICATION OF ' OTHER OR N8T, IS TO BE EXECUCT)ED AS PART OF THEOWORK. gVH(E;RE ITEI\SAS COF . CENTER LINE ELEVATION LIKE
SUCH AFTER THE START OF WORK SHALL BE DEEMED AS DISTURBED OR DAMAGED BY MATERIAL, EQUIPMENT AND LABOR ARE REFERRED TO IN THE SINGULAR SUCH ITEM OR O
THE CONTRACTOR AND SHALL BE REPAIRED BY AND AT THE EXPENSE OF THE DAAGED BUILDING AREAS CAUSED AS A RESULT OF WORK PERFORED IN M CRUSHED STONE OR GRAVEL ITEMS SHALL BE PROVIDED IN THE NUMBER NECESSARY FOR THE PROPER COMPLETION
CONTRACTOR. T O VT R0 B O~ @@ OF THE WORK. THE DRAWINGS ARE A GRAPHIC REPRESENTATION OF THE SCOPE, DOORSYMBOL WORK ABOVE. BEYOND
: LOCATION AND ARRANGEMENT OF MATERIALS AND EQUIPMENT SHOWING THE e e OR 70 BE REVOVED
7. IT SHALL BE THE CONTRACTOR'S RESPONSIBILITY TO PROVIDE PROPER . . ===l EXECUTION OF THE WORK. THE INTENT OF THE SPECIFICATIONS IS TO OUTLINE OR
SUPPORT OF ANY UTILITY ENCOUNTERED IN THE COURSE OF THIS WORK. 6. THE CONTRACTOR SHALL PROVIDE TEMPORARY PATHS OF EGRESS M=  EARTH INDICATE THE ITEMS OF WORK, OR OTHER, WHICH CANNOT READILY BE SHOWN ON THE 101 e
THROUGH THE AREAS OF THE WORK, SUCH PATHS SHALL BE PROVIDED BY THE mmil: BUMPER GUARD, CHAIR RAIL, HAND RAIL
CONTRACTOR WITH ADEQUATE ARTIFICIAL LIGHT, DIRECTION SIGNS, CLEARANCES DRAWINGS, AND FURTHER TO INDIGATE THE TYPES AND QUALITIES OF MATERIALS AND FOR LOCATION SEE PLANS
8. THE CONTRACTOR SHALL LEAVE THE WORK SITE CLEAN AND SECURED AT THE FIRE PROTECTION. ETC. AND SHALL BE CONSTRUCTED AND MAINTAINED SAFE WORKMANSHIP. SHOULD THE SPECIFICATIONS AND DRAWINGS DISAGREE IN
END OF EACH WORKING DAY. THE WORK SITE SHALL NOT BE LEFT UNATTENDED AT FROM FIRE SMOKI’E ANIS OTHER PHYSICAL DANGERS E.ILF.S. (EXTERIOR INSULATION AND FINISH SYSTEM) THEMSELVES, OR WITH EACH OTHER, WRITTEN CLARIFICATIONS SHOULD BE WINDOW SYMBOL
ANY TIME, UNLESS THE WORK AREA IS PROPERLY SECURED. ' ’ : REQUESTED OF THE ARCHITECT BY THE CONTRACTOR. A BREAK LINE
9. THE CONTRACTOR IS SOLELY RESPONSIBLE FOR THE SAFETY OF THE WORKSITE Z\ND g?EE%OxXEQfNTg EES\%EESF;\F%OA\CE Eétﬂgcgggﬁa&gﬁsi'ﬁéﬁEE'NE'%"T'LSE‘R FACE BRICK 2. THE CONTRACTOR SHALL FURNISH AND INSTALL ALL ITEMS REQUIRED TO
AND SHALL TAKE ALL ACTIONS TO ELIMINATE ANY SAFETY HAZARDS THAT MAY POSE A AREAS OF POTENTIAL DANGER TO PERSONNEL OR PUBLIC. AL TEMS SHALL COMPLETE THE WORK. ALL THE WORK SHALL BE INSTALLED WITH QUALITY @« WINDOW TYPE —=—
THREAT OF HARM TO PATIENTS, EMPLOYEES OF THE GOVERNMENT, AND EMPLOYEES ; ) WORKMANSHIP IN ACCORDANCE WITH INDUSTRY STANDARDS AND THE REQUIREMENTS OR BORROWED LIGHT MATCHLINE
COMPLY WITH ALL APPLICABLE LAWS, REGULATIONS AND ORDINANCES. — MATCALINE
OF THE CONTRACTOR OR OTHERS. IT SHALL BE THE SOLE RESPONSIBILITY OF THE 7 ] FINISHED WOOD (FOR LARGE SCALE DETALS) OF THE CONTRACT DOCUMENTS. ON ELEVATION IN PLAN
MAY EXIST WITHOUT DIRECTION FROM THE CONTRACTING OFFICER OR HIS DESIGNEE. UEVELS OF CONSTRUCTION UNTIL PERVANENT STAIRS ARE COMPLETED. ALL 3. THE CONTRACTOR SHALL PERFORM ALL WORK IN ACCORDANCE WITH THE AREA
THE CONTRACTOR SHALL ALSO TAKE IMMEDIATE CORRECTIVE ACTION TO ALLEVIATE STAIRS SHALL BE MAINTAINED OPEN AND CLEAR AT ALL TIMES. THE STAIR APPLICABLE CODE AND ALL APPLICABLE COUNTY, CITY, STATE, FEDERAL LAWS AND SUILDING WALL SECTION INDICATION I —
ANY SAFETY HAZARD, CONDITION, ETC., WHEN INDICATED BY THE CONTRACTING CONSTRUCTION SHALL COMPLY WITH ALL APPLICABLE LAWS. REGULATIONS AND FIRE SAFING REGULATIONS. NO WORK SHALL BE INSTALLED IN VIOLATION OF ANY CODES; ANY WORK A102
OFFICER. ORDINANCES ’ SHOWN ON THE DRAWINGS WHICH IS IN VIOLATION OF SUCH CODES SHALL BE - SHEET NUMBER OF ADJACENT DRAWING
: BROUGHT TO THE ATTENTION OF THE ARCHITECT AND SHALL BE RESOLVED PRIOR TO n - SECTION NUMBER
10.  THERE SHALL BE NO CLAIMS AGAINST THE DEPARTMENT OF VETERANS AFFAIRS 0. THE CONTRACTOR SHALL TURN THE WORK OVER IN CLEAN CONDITION INSIDE MEDIUM DENSITY FIBERBOARD THE INSTALLATION OF THE WORK INVOLVED. W SHEET VIHERE SHOVIN
FOR WORK STOPPAGES DUE TO ACTS OF GOD, WEATHER CONDITIONS, STOP WORK AND OUTSIDE. CLEANUP SHALL INCLUDE REMOVAL OF SMUDGES, MARKS, STAINS KEYNOTE SYMBOL
ORDERS (VERBAL AND/OR WRITTEN), UNDERESTIMATION OF WORK, ESTIMATED FINGERPRINTS. SOIL. DIRT. PAINT. DUST LINT. LABELS. DISCOLORATIONS AND. 4. ANY UTILITY SHUT-OFFS REQUIRED BY CONTRACTORS FOR THE COMPLETION OF
QUANTITIES, MATERIALS, SUPPLIES, TOOLS, OR CORRECTION OF SAFETY PROBLEMS. OTHER FOREIGN MATERIALS, THE CONTRACTOR SHALL CLEAN ALL FINISHED PLASTER, CEMENT, MORTAR OR G.W.B. THEIR WORK SUCH AS ELECTRICAL, GAS, WATER, SEWER, STEAM, SPRINKLER, ETC.,
SURFACES INSIDE AND OUTSIDE OF BUILDINGS, SUCH AS, BUT NOT LIMITED TO MUST BE INDICATED ON THE PROJECT SCHEDULE, REVIEWED AT THE PROJECT KEYNOTE INDICATOR
11, CONTRACTOR SHALL SAW CUT WITH A PROPER BLADE ANY CONCRETE WORK ’ ' ' MEETING AND COORDINATED WITH THE OWNER PRIOR TO COMMENCEMENT OF THE
FLOORS, WALLS, CEILINGS, WINDOW GLASS, DOORS, FIXTURES, HARDWARE AND
REQUIRED TO BE REMOVED IN THE COURSE OF THIS WORK. ALL HOLES SHALL BE . PLYWOOD VENEER WORK.
EQUIPMENT: SHALL CLEAN ALL WORK ON THE SITE SUCH AS, BUT NOT LIMITED TO,
SSSEFBRE%LED VWITH DIANOND CORE BITS. THE USE OF JACK HANMERS 19 WALKS, DRIVES, CURBS, PAVING, FENCES, GROUNDS, AND WALLS; SHALL REMOVE 5. THE CONTRACTOR SHALL PROVIDE CHASES TO CONCEAL MECHANICAL, PLUMBING
- ALL TEMPORARY FACILITIES AND JOB SIGN, INCLUDING SURFACE MATERIALS FOR % ' i ' ELEVATION INDICATION EXISTING DOOR DESIGNATION
TEVPORARY ROADS AND WALKWAYS: SHALL REPAIR ALL AREAS DAMAGED DURING 0 PRE-CAST CONCRETE AND ELECTRICAL WORK. PIPING LOCATED INSIDE THE BUILDING SHALL BE CONCEALED
12. CONTRACTOR SHALL BE RESPONSIBLE TO REMOVE ALL DEBRIS FROM THE THEWORK. 17 SHALL BE UNDERSTOOD BY THE CONTRACTOR THAT THE QUALITY IN FURRED SPACES WITH THE EXCEPTION OF PIPING IN STAIRWAYS, EQUIPMENT £ Al
MEDICAL CENTER DAILY AND DISPOSE OF SAME OFF THE PREMISES IN ACCORDANCE OF CLEANING AND POLISHING REQUIRED FOR ACGEPTANGE OF EACH AREA SHALL ROOMS, AND MECHANICAL ROOMS. THE CONTRACTOR SHALL COORDINATE WITH THE
WITH PERTINENT REGULATIONS. BE IN ACCORD WITH THE INTENDED USE OF EACH AREA AND MAY BE IN EXCESS OF RIGID INSULATION OTHER TRADES TO PROVIDE FURRING FOR PIPING INSTALLED IN FINISHED AREAS. THE —— EXISTING DOOR
e E NORVIAL PRACTICES OF THE CONSTRUGTION INDUSTRY CONTRACTOR SHALL OBTAIN APPROVAL FROM THE ARCHITECT PRIOR TO LOCATING A A2
13, CONTRACTOR SHALL PROVIDE FOR THEIR OWN STORAGE SPACE AND SECURITY : ANDIOR PROVIDING “FURRED SPACES” NOT INDICATED ON THE DRAWINGS.
FOR SAME. CONTRACTOR IS PROHIBITED FROM USING VA SPACE FOR STORAGE. ROUGH WOOD (ALL BLOCKING AND FRAMING LUMBER)
}&E ST#EE Vﬁﬁm‘.\rﬁTEOCROﬂ*S‘};LUEF;%V&DAERLE’;RGlﬁ mhﬁjé\’l'EAVt’ﬁnsETsEV%ﬂEyE\'NERs ON 7. EACH CONTRACTOR IS RESPONSIBILE TO COORDINATE THE SEQUENCE OF THEIR A3
14, CONTRACTOR SHALL BE RESPONSIBLE TO REROUTE ANY EXISTING UTILITY AS : WORK WITH THAT OF ALL OTHER TRADES ANY CONFLICTS SHALL BE BROUGHT TO THE NEW DOOR DESIGNATION
RECYCLING IS REQUIRED BY ORDINANCE, THE CONTRACTOR SHALL PROVIDE AN INTERIORANDIOR ~ MULTIPLE INTERIOR
REQUIRED TO COORDINATE THE INSTALLATION OF NEW WORK IN THE COURSE OF ATTENTION OF THE ARCHITECT, AND SHALL BE RESOLVED PRIOR TO THE INSTALLATION EXTERIOR
APPROPRIATE NUMBER OF CONTAINERS TO ALLOW SEPARATION OF MATERIAL. AT SHIM
THIS PROJECT. THE CONTRACTOR IS ADVISED THAT THE VETERANS ADMINISTRATION , OF THE WORK INVOLVED.
THE END OF EACH WORKING DAY ALL DEBRIS RESULTING FROM THE DAY'S WORK
HAS ATTEMPTED TO IDENTIFY MAJOR UTILITIES TO BE REROUTED. SHALL BE TRANSPORTED TO AND PLACED IN THE APPROPRIATE WASTE
CONTAINERS SPRAY-ON FIREPROOFING 8. EACH CONTRACTOR SHALL COORDINATE WITH OTHER CONTRACTORS FOR THE FIRE EXTINGUISHER CABINET NEW DOOR
15, IT SHALL BE THE RESPONSIBILITY OF THE CONTRACTOR TO FIELD VERIFY ALL ' : PROPER STORAGE OF BUILDING MATERIALS ON THE SITE TO AVOID OVERLOADING THE
EXISTING CONDITIONS, DIMENSIONS AND QUANTITIES. 1. THE CONTRACTOR SHALL PROVIDE FIRE PROTECTION AT EACH WASTE Ek%cgé F?LF\{( IEAﬂI;ElEIFI{\JSGE\éVIg\I;IECROQAEFX_,\%ISEITSVFETEHNECVC\;(BLI}&NI\SAATERIALS ARE TO BE -
16.  CONTRACTOR SHALL INSTALL AND MAINTAIN DUST BARRIERS AS REQUIRED TO CONTAINER AS REQUIRED BY LOCAL AUTHORITIES. STEEL (3/4 SCALE OR LARGER) o oIS LTI T TR S s AL FEC
MAINTAIN INFECTION CONTROL AS INDICATED ON THE DRAWINGS. : : :
;10\2T ALIHTEME'-\S’OI-SI-EI'(I:-I-E%ESOFI’:O-II-\JHSEIBFI)SQYDE)FI{:T'FHLIJEN(?(EETTRTC%SQTEI-?SE%?\J?R(?A%'#-(I-)FI;OL 2 STONE: GRANITE OR MARBLE NECESSARY CUTTING, FITTING, AND PATCHING. CONTRACTOR SHALL FURNISH ALL DETAIL INDICATION EMERGENCY DOOR DESIGNATION
17 PRIOR TO ANY WELDING, CUTTING, BRAZING, SOLDERING, THE CONTRACTOR XN - NECESSARY LABOR AND MATERIALS TO EXECUTE WORK.
SHALL CONTINUOUSLY MAINTAIN ADEQUATE PROTECTION OF ALL WORK FROM
SHALL BE REQUIRED TO OBTAIN A HOT WORK PERMIT FROM THE DEPARTMENT OF VANDALISM. THEET AND OTHER DAMAGE. AND SHALL PROTECT THE OWNER'S
VETERANS AFFAIRS FIRE DEPARTMENT. PROPERTY AND ADJACENT PROPERTY FROM DAMAGE. ANY LOSS SHALL BE 10.  ALL MATERIALS AND METHODS OF INSTALLATION SHALL CONFORM TO THE o NEW DOOR
REPLACED BY THE CONTRACTOR AT NO EXPENSE TO THE OWNER MANUFACTURER'S SPECIFICATIONS AND INSTALLATION INSTRUCTIONS. — AREADETAILED
18.  THE CONTRACTOR SHALL MAINTAIN SECURITY FOR THE WORK AREA AND ' | - \ ﬂ
10 THE CONTRACTOR SHALL MAINTAIN THE WORK SITE IN A NEAT AND CLEAN PERMANENT, OR TEMPORARY, FIRE HOSE CABINETS AND PROVIDE ADEQUATE FIRE \AT0T) = SHEET WHERE SHOWN
S ARSES oM C A EXTINGUISHERS THROUGHOUT THE LIMIT OF WORK PRIOR TO BEGINNING WORK.
o “éﬁm “[‘) A{("'E WORK SITE SHALL BE BROOM CLEANED AT THE END OF EACH THE CONTRACTOR SHALL MAINTAIN SUCH EQUIPMENT IN WORKING ORDER
ORKING DAY. THROUGHOUT CONSTRUCTION. THE TYPE, QUANTITY AND LOCATION OF THIS
20. THE CONTRACTOR'S EMPLOYEES SHALL PARK IN APPROVED OR DESIGNATED EQUIPWENT SHALL BE REASONABLY ADEQUATE TO SUIT THE GOMDITIONS AND ARCHITECTURAL FLOOR PLAN REVISION INDICATION DOUBLE EGRESS DOOR DESIGNATION
COMPLY WITH ALL APPLICABLE LAWS, REGULATIONS AND ORDINANCES.
PARKING SPACES ONLY. GEN ERAL NOTES
14, THE CONTRACTOR SHALL PROVIDE AND MAINTAIN IN A SAFE CONDITION ALL
21, ANYRIGGING REQUIRED SHALL BE PERFORMED BY PROFESSIONAL RIGGERS AT THOSE ITEMS REQUIRED FOR SUPPORTING OR CONTAINING ALL PERSONS REVISION NUMBER NEWDOOR
THE EXPENSE OF THE CONTRACTOR. INVOLVED IN THE WORK, OR INCIDENTAL TO ITS EXECUTION, INCLUDING
INSPECTORS, SUPERVISORS, ARCHITECTS' REPRESENTATIVES, FIELD TESTING 1. DONOT SCALE DRAWINGS. DIMENSIONS IN LARGE SCALE PLANS, ELEVATIONS, f}
22, THE CONTRACTOR IS RESPONSIBLE FOR TESTING THE SOIL BEARING PRESSURE PERSONNEL  ETC. SUGH TEMS SHALL INGLUDE LADDERS. GATWALKS. SAFETY AND DETAILS SHALL GOVERN OVER SMALL SCALE DETAILS. IF DIMENSIONS ARE IN
PRIOR TO CONSTRUCTION. RESULTS ARE TO BE PRESENTED TO THE ARCHITECT AND RALINGS. CAGES. SUSPENSION SCAFFOLDS. ETC. ALL [TEMS AND THEIR PROPER QUESTION, THE CONTRACTOR SHALL BE RESPONSIBLE FOR OBTAINING
ENGINEERS. USE AND IMPLEMENTATION SHALL BE IN ACCORDANGE WITH THE REQUIREMENTS CLARIFICATION FROM THE ARCHITECT BEFORE CONTINUING WITH CONSTRUCTION,
__OF ALL APPLICABLE LAWS, REGULATIONS AND ORDINANCES. 2. DIMENSIONS SHOWN ON THE FLOOR PLANS FOR NEW CONSTRUCTION ARE TO ALIGN WITH EXISTING CONSTRUCTION
CENTERLINE OF COLUMNS TO FINISH FACE OF INTERIOR PARTITION, CONCRETE OR
MASONRY INTERIOR WALLS AND TO EXTERIOR FACE OF EXTERIOR WALLS. STARTING POINT
3. WHERE A ONE HOUR OR NON-RATED PARTITION IS SHOWN AS A CONTINUATION ()
OF A TWO HOUR PARTITION OR COLUMN ENCASEMENT, THE FACE OF THE GYPSUM ' | —}- STARTING POINT
BOARD SHALL BE ALIGNED. STUDS SHALL BE OFFSET AND AN ADDITIONAL LAYER OF
GYPSUM BOARD SHALL BE PROVIDED TO PROVIDE FACE ALIGNMENT OF GYPSUM
BOARD.
PARTITION TYPE SYMBOL ELEVATION TAG
4. ALLWALL MOUNTED LAVATORIES SHALL BE MOUNTED TO ALLOW FOR 1-3"
MINIMUM BETWEEN THE CENTERLINE OF THE LAVATORY AND FACE OF ADJACENT PARTITION TYPE Name
WALL, UNLESS OTHERWISE NOTED. THERE IS AN ADDITIONAL REQUIREMENT TO <> Elevation
40" PROVIDE A MINIMUM OF 4” BETWEEN SIDE OF LAVATORY AND FACE OF ADJACENT
[T219mm] WALL, FIXED EQUIPMENT, CASEWORK, ETC.
5. ALL WATER CLOSETS SHALL BE MOUNTED SO THAT THERE IS 1'-6" BETWEEN EQUIPMENT DESIGNATION
FACE OF THE CLOSEST ADJACENT SIDE WALL OR TOILET PARTITION AND THE (SEE EQUIPMENT MANUAL) GENERAL DIMENSIONING
CENTERLINE OF THE WATER CLOSET. THE FLUSH VALVE FOR ALL WATER CLOSETS
SHALL BE MOUNTED ON THE “OPEN-MOST" SIDE OF THE WATER CLOSET AT 44’ 0-0" COLUMN GRID CENTERLINE INDICATOR
%  of Velerans Afiir MAXIMUM AF . TO THE TOP. (00T)  EQUPNENT TYPE S S &
Deparimen 8
S 6. DIMENSIONS SHALL BE FIELD VERIFIED PRIOR TO FABRICATION AND | 00" | FACEOF SURFACE INDICATOR
BLUE —— INSTALLATION OF CASEWORK. REFER TO CASEWORK NOTES FOR ADDITIONAL 1 i
N P NFORIATION, CEILING HEIGHT
BLUE | OUTLINE = — NOTE; DIMENSIONS ARE TAKEN FROM/TO
5o WITH WHITE 7. CONTRACTOR SHALL BE RESPONSIBLE FOR LATEXING AND TAPERING EXISTING 10°6" AFF. FINISH SURFACE, UNLESS OTHERWISE NOTES.
- S T AL LETTERNG T0 3¢ IR = "SIl CONCRETE FLOOR SLAB WHERE MATERIAL CHANGES OCCUR AND SHALL
Es E 'E I CENTER TO BE WHITE BACKGROUND To BORDER MEMEER MEMBER EXCEPTION OF FROJECT COORDINATE SAME WITH INSTALLER.
ol T ™ E [15?mm]/: S —— © BE PAINTED WHIFE PAINTED BLACK —, BLACK EMAMEL ;ITU_E WHICH 1S TO BE : [ L 0-0"+ L
SRS /- —BCROER T0 BLE ﬁ\\_ - JOINT| BRACING ERAC'NG PER VA “E 8. CONTRACTOR SHALL BUILD OUT PARTITIONS TO ACCOMMODATE DEPTH FINISH SYMBOLS 1 1
o 7] | i N TANDARD A REQUIRED BY FIRE EXTINGUISHER CABINETS AND RECESSED POWER PANELS.
=E D t t f = b E COORDINATE WITH ENGINEERING DRAWINGS. FINAL LOCATIONS OF ALL CABINETS ROOM FINISH TAG NOTE: THE # INDICATES A DIMENSION THAT CAN VARY.
2 cpar en Q / | E THlS PHOJ ECT E AND PANELS TO BE APPROVED BY ARCHITECT. (NOTIFY THE ARCHITECT OF ANY CHANGE IN THAT DIMENSION IF IT IS
~ Veterans Affairs / 7| - n, RM# 101 GREATER THAN 1")
! | o = NAME
. N j £ 9. PROVIDE METAL STUD FRAMING AROUND ALL PENETRATIONS THRU METAL NAME
b= | 2w [S1x102Zmm] & CEILING: CEILING FINISH
T o ame A | e HAS WORKED = J0l0[d DAYS N
™ = E i THIS SPACE FOR PROJECT TITLE LETTERING i \ k oo, FLOOR: FLOOR FINISH L 0-0 L
2ED Mg : 10 B HELVETICA STYPE 5 HIGH CENTERED | METAL FACE \ — WOOD STRIPS 10 THE FLOOR SLAB SHALL BE SLOPED (2%) TO DRAIN. DO NOT INTERRUPT BASE:  BASEFINISH Toowr T
5 L.t = ' OHE CR TWO u_mis AS REQUIRED X ” . c ] ‘-\\ INTEGRITY OF FIRE RATING OF RAISED FLOOR SLAB.
T e e m mm e I EE 1x1 -2m'r'n W . G
_ 7 e REn WITHOUT A LOST TIME ACCIDENT | CENTES CORNER GUAD NOTE. EXSTING DIENSIONS NDIGATED AS 1.7 OR WITH (F) ARE
B H E DEPARTWENT OF YETERANS. AFFARS 7 WTEL EEER cG LOCATION VERIFIED BY THE CONTRACTOR. (SEE "GENERAL CONTRACTOR
5 4l E " WASHINGTON .G, ~ I HOTE: ' -
| S a0 T v SEA AL 7o THE LIFE YOU SAVE MAY BE YOUR OWN RESPONSIBILITIES WITH RESPECT TO EXISTING CONDITION NOTES)
- (3 — GEMERAL c:lnmrw:rm .y M“‘m,\\ EEEE{;}T::E& 1:!}} |P';|L'"I|§E$$N}mbt:}d”r? E’; E
= Eu T » DEFOR DCCUR BETWEEN LIMES !
||| SRR CONTRACTOR'S NAME L
I [ _3___ ______ _l, __ e < S, LETTERING TO BE ,_,— -
"ORE OF TWO LINES AS REQUIED T PELVETCA STLE 1 1/2° e
"‘ Y T T — — - -~ --ogr-=----=- CENTERED HORIZONTAL Z T 1;'-?1'3 [;:ﬁErEBPTTnE = E
it ~+—4"x4" [102x102mm] =
g JEL[E o POST IF SIGN IS
5?& .l i | E LéJ INSTALLED ON GEADE
= @ 9:_" = 1, =]
W@ ';"\-' 1|-, A, __".]\' L = 1 | 1 | 1 |
ki e L e — & T i _ﬁ_ FIN. GRADE ] _ﬁ_ _k_
2= Lol —:"Q'[ ]_j:\'.vl La,
EE —NT— TN T TYT
L — __ﬂr__ __qr__ __ﬂr_
9 2 : — A —A A=
e o o o — e
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£ VA CONSTRUCTION SIGN F4 VA SAFETY SIGN FULLY SPR|NKLERED
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CONSULTING FACILITIES CONSULTING CONSULTING GROUP CONSULTING AQUATIC ARCHITECTS — : . M t
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SITE PLAN KEYNOTES

@ NEW ACCESS WALK TO MECHANICAL PAD AND EQUIPMENT.
@ EXISTING DUNNAGE, TO REMAIN.
@ ALTERNATE: NEW ACCESS RAMP AND RETAINING WALL. WITH NEW METAL

RAILING.

@ ALTERNATE: ACCESS RAMP TO BE RESLOPED TO NEW ENTRANCE DOOR.
EXISTING RAILING TO REPLACED WITH NEW METAL RAILING.

@ EXISTING ACCESS WALK, TO REMAIN.

@ EXISTING STAIR, TO REMAIN.

@ NEW SKYLIGHT

@ EXISTING EXPANSION JOINT, TO REMAIN.

@ EXISTING DUMPSTER, TO REMAIN. THE CONTRACTOR IS NOT PERMITTED TO
DISPOSE OF CONSTRUCTION WASTE IN THIS DUMPSTER.

@ EXISTING BUS STOP, TO REMAIN.

@ EXISTING ACCESS HATCH, TO REMAIN.

@ EXISTING FIRE PUMP, TO REMAIN.

@ EXISTING TRANSFORMER AND SLAB, TO REMAIN.

@ NEW CONCRETE ACCESS RAMP. REFER TO STRUCTURAL AND CIVIL DRAWINGS
FOR MORE INFORMATION.

CONTRACTOR TO PROVIDE AT LEAST TWO CONSTRUCTION DUMPSTERS, ON
EAST AND WEST OF BUILDING FOR CONSTRUCTION WASTE. COORDINATE
LOCATIONS WITH VA. DUMPSTER TO BE FENCED AND POSTED WITH
APPROVED SIGNAGE.

SITE PLAN GENERAL NOTES

1. CONTRACTORS STAGING AREA AND TEMPORARY TOILETS TO BE DETERMINED BY
THE COR AT THE CONSTRUCTION MEETING.

SITE PLAN
il 3/64" = 1'-0"
FULLY SPRINKLERED
NOTE: SEE SHEET AE-002 FOR DEDUCT ALTERNATES I9OUED FOR BID
. . Project Number Scale Drawing Title Project Title VA Project Number
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Project Manager Architect Structural Engineer MEP/FP Engineer Civil Engineer Fire Protection Consultant Cost Estimator Aquatic Consultant Associate Architects B BuiIding Number Offlce Of
BRAY MOONEY ARRAY HEALTHCARE  WZG, STRUCTURAL APOGEE GUIDON DESIGN  HARRINGTON BRAY MOONEY  ATLANTIC W. COOK fa y 69 Facilities
CONSULTING FACILITIES CONSULTING CONSULTING GROUP CONSULTING AQUATIC ARCHITECTS Approved: Project Director Location Drawing Number Man ag ement
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F TRAVEL DISTANCE 65' - 10"
DOOR CAPACITY 1] DOOR CAPACITY T <] . = APPLICABLE CODES:
o = Ea 51 . 14 T [ ] AT ABAAS INCLUDING VA SUPPLEMENT, BARRIER FREE DESIGN GUIDE PG-18-13
CLEAR WIDTH - 60 oRk CLEAR WIDTH - 40 STAIR CAPACITY ) g DOOR CAPACITY NFPA 101 LIFE SAFETY CODE 2012
CAPACITY 300 EVALUATION CAPACITY 200 o ' J] BUILDING CODE REQUIREMENTS FOR REINFORCED CONCRETE, ACI 318
ACTIVITY STAIR WIDTH 96" L (] CLEAR WIDTH
o ROOM —_— i INTERNATIONAL BUILDING CODE 2012
CAPACITY 320 " CAPACITY AISC MANUAL OF STEEL CONSTRUCTION, LOAD AND RESISTANCE FACTOR DESIGN SPECIFICATIONS FOR STRUCTURAL STEEL BUILDINGS.
/ \ S NFPA NATIONAL FIRE CODES WITH THE EXCEPTION OF NFPA 5000 AND NFPA 900
, — F= THE PROVISIONS FOR CONSTRUCTION AND SAFETY SIGNS, STATED IN THE GENERAL REQUIREMENTS SECTION 01010 OF THE VA MASTER
d - 2 _ [ ] “ “ “ — . \ = OSHA STANDARDS CONSTRUCTION SPECIFICATION
& N -F---~- - F----f~-- | I
- N o l [ AR (R DA N S DA N P LN, m . y \ u} b VA SEISMIC DESIGN RQUIREMENTS, H-18-8 VENTILATION FOR ACCEPTABLE INDOOR AIR QUIALITY - ASHREA STANDARD 62.1-2004
OFFICE T A,
| EXAM EXAM = #E; o j o | Jm =) ; NATIONAL ELECTRICAL CODE SAFETY STANDARD FOR REFRIGERATION SYSTEMS - ASHRAE STANDARD 15-2007
I e r L | U % | | |l —SHONER gy | MECHANCAL 1y, — o STAR ASHRAE STANDARD 90.1-2007 ENERGY STANDARD FOR BUILDINGS EXCEPT LOW RISE RESIDENTIAL BUILDIN
r = 5 MECHANICAL | / THERAPY I\ . LOCKER C ROOM T 4 ENERGY POLICY ACT 2005 SHRAE S 90.1-2007 ENERGY § OR BUILDINGS EXCEPT LOW RISE RES UILDINGS
-]
orrice | {09 SOLED S | { POOL i : P ] L - —— % NATIONAL STANDARD PLUMBING CODE
1 e | Ly . [ .
| I | DOOR CAPACITY
- " o [ | : l ol ORRIDOR DOOR CAPACITY ] ( OOR CAPAC ASME BOILER AND PRESSURE VESSEL CODE
o | N I \ 0 R CLEAR WIDTH . 72" g;iizl"TV\'(DTH ASME CODE FOR PRESSURE PIPING
i mnnSEIN i CAPACITY 360 -
| ®w§wsri[s glo[0]o ] ORI %: - \ T~ 5 ] A i LAUNDRY WOMEN'S KTC. =
X - LI o L) | SHOWER/
Jomee @ rower [ ity B IRAVEL P'STA‘NC 165°-9" |/ i[@ . LOCKER CONDITIONING Fu Z BUILDING CODE NFPA 101
-~ L 1 D N D T - - _ “ T ml  —
j— | T T - : s e e B = i | [ | [L - O i*J = BUILDING OCCUPANCY CLASSIFICATION BUSINESS
| VESTIBULE I Q‘ cst. |l - CLEAN BREAK | i
u _ | - — \ ® OFFICE tat J = TYPE OF CONSTRUCTION N/A TYPE 2(0,0,0)
= = —= | 2 A TRAVEL DISTANCE 147" - 1 N \ SN storace ot - | [ [ EXISTING BUILDING HEIGHT 1STORY + BASEMENT
o HaAVA N e
I — =7 REGISTRATIONW K» '7 \ . JCORR'DO =" cLINie < | 1= . EXISTING BUILDING AREA 25,261 SF.
CLST A ) Nl
~ STORAGE PROSTHETICS/ \ RECEIVING/
AN = oremcs = N\ (orcLNie) ORTHOTICNY 1 roou - - STORAGE : L PROJECT AREA 28629 SF.
! U
WATTING __ TREATHENT \ ‘ 1 EE—— | \ ol M H; H 4 & | P FIRE SUPPRESSION SYSTEM NFPA 13 SPRINKLER SYSTEM
DOOR CAPACITY ] KITCHEN & \ | | 3 " | = i SEISMIC / WIND REQUIREMENTS
STORAGE \ —STORAGE
-72" PT CLINIC PROSTHETICS/ SLUIRRY b Ll e = = — On |<
CLEARWIDTH T2 1 (FTSLNG) T I RoO P (TSP —— = —— =P ° 3", BASEMENT LIFE SAFETY PLAN OCCUPANCY CATEGORY " VA
I =) —— ot - O, Lo & = =T = 116" = 10" SEISMIC DESIGN CATEGORY c N/A
i CORRIDOR —m==== == — — — e ! EXELEC.,” =~ 1 RECEIVING WIND ZONE B (90 MPH WIND SPEED) N/A
_________________ SR e - RM HOLDING/
_________ — = = WAITING I L | TECH TECHNICIAN'S sH|pp|NG’ 1 °
OFFICE = i ‘ : o WAITING WORKROOM CORRIDOR WIDTH
qﬂ o 2 / SUB = [CLsT. PRIV SUPPORT | Recermion SHARED | 4
i %] - = | psicad WAITING OFFICE TREATMENT | " oFicE ﬂ L/ OFFICE CORRIDOR SERVING 49 PEOPLE OR LESS N/A 36 INCHES
1]
MEN'S THERAPY SHARED 18 — CORRIDORS SERVING 50 PEOPLE OR MORE NIA 44 INCHES
u L TOILET L e — oy ACTIVITY/ (i | L ; omropog e — — — — — — — — — —
SN ﬁ =0 EESROR) W EQUIPMENT ~ , B ALLOWABLE DEAD END CORRIDOR NIA 50 FEET
ADMI. |  —- - | kﬂ’ \J‘ \ﬂ‘ M
OFFICE -— KINESIOTHERAPY — W
B i = CONFERENCE [ [ =1 =] THERAPY "k TREATMENT? || 'TREATMENT 5 || TREATMENT
» i ROOM . OF/FICE — ‘ : CLINIC I\ TREATMENT TREATHENT || | MAXIMUM ALLOWABLE TRAVEL DISTANCE N/A 300 FEET
| PRIVATE
OFFICE 1 , | | TREATHENT o N & & Eilial L COMMON PATH OF TRAVEL N/A 100 FEET
t ; 2 ROOM | )J -9
: | — | /_ﬁ = —_— F% — LA s A L I =1 —l p = = - = 7 OCCUPANT
DOOR CAPACITY /ﬁ‘j S g r SCOUPANT LoD SEE SHEET GI003
s [l I
CLEAR WIDTH - 69 i HSPK ] C TRAVEL DISTANCE  [158' - 9" D TRAVEL DISTANCE  [199' - 8" E TRAVEL DISTANCE  [150' - 8" T 2 REQUIRED (<500 OCCUPANT)
CAPACITY 300 | T 3 REQUIRED (501-1000 OCCUPANT)
| bN i L—" (MINIMUM) NUMBER OF EXITS REQUIRED N/A 4 REQUIRED (>1000 OCCUPANT)
EXISTING TUNNEL TO EXIT CAPACITY N/A SEE SHEET GI003
BULDINGNO S 7AND 8 (MINIMUM) STAIR, DOOR AND CORRIDOR WIDTH " (EXISTING STAR) 36'/0.3 =320
‘ (EXISTING DOOR AND CORRIDOR) 72"/ 0.2 = 360
C1 T/TST_F*%OR LIFE SAFETY PLAN CORRIDOR FIRE-RESISTANT RATING
N/A NON-RATED (38.3.6.1(c))
O . INTERIOR FINISHES EXIT CORRIDORS ROOMS
= / e = 3 ] —ATS| INTERIOR WALL AND CEILING FINISH REQUIREMENTS CLASSAORB CLASSAORB CLASSAORB CLASSAORB
—WORK—{ e
-EVALUATION— i et I bttty }j ,,,,,,,,,,,,, INTERIOR FLOOR FINISH REQUIREMENTS CLASS 10R2
_RooM - — [+ [SBSB}
50 OCCUPANTS f et IS
] _ W -
X777 777 e e e FIRE RATINGS
i i i — & i i i3 i i i —— 1 i — e e
7 R R D e i I e ] IR L B | ==
nl @ B UP C V// - P// // - 7o /7 S /7 // /: // // 4 /ﬁ// v // e /{ y 777’M H ° ‘ e m STAR /- - — = — = — = — 7 - — - - -
OFFICE -ﬂ /\ EXAM EXAM N / 7S S — Ly / - — - £ E // % 4 "$E J% 7777777777777 L 7777777
s | e e | =—————— K i o — MENS = - - o o 4 | - ; NON-LOADBEARING WALLS AND PARTITIONS HOURS UL DESIGN #
— | ) R ) i =l on— LT AR
Ly p— | = I — E.-:“.: ] 207 /ﬂ / D H ¥ ] g T
i N I ! = & o 0 o b i FIRE WALLS (705) ? N/A
o soLep-| AT g —  MECHANICAL
OFFICE - L MECHANICAL — _ g;/ 4 THERAPY M ~_ 1 EMECHANT 777777777777777777777777 ;
- — | AREA- Z \ ‘ | Y ROOM—
— N | R N (A i Dl = e EXIT ENCLOSURES (706.3.2/ 1020.1) : HUAG5IUATS
i EXAM Bav—— VAT 80 OCCUPANTS TR = CRRDOR = =\ o e A gty Belalefelely
- OFFICE . y X 5 i a7 B | ]
=] ‘ . I S A | A N ) Bttt i Sl R
i - 1 ] g T - — ] EXITS PASSAGEWAY (706.3.3/ 1021.1) 1 N/A
| &) B = g il ettt
— WOMEN'S ggg 1 2’// L i//// 7 — WOMEN'S Kie -~~~ 4+ | ]
e T/ iy RYs b QH I L wWelGwtr.... .....,, 4\l T T T T T T T o
[ OFFICE | TOLLET i e / [0 | ARy SHOWER CORRIDOR. cowomonn 4 | e < HORIZONTAL EXITS (706.3.4/ 1022.1) 2 NA
ull H H / /7 ‘s /f// ‘L /// / 4/// —— LT 777777 e 7*£j7*7’ 777777 ‘7 ?
| i B —— | — = i e p— = e = 33 OCCUPANTS " . ] —”—ﬁg =
. 7S BEDROOM ” — = oSt CLEAN= STAF P INCIDENTAL USE AREAS (706.3.6 / 508.2) 1 # U465/U419
‘ | VESTIBULE ‘ T tgFF'CE HOLD== BREAK - — |
DN | = | CORRIDOR g10RAGE- MHOT, -7 :
| ‘ i | REGISTRATIONes— 0 T — [ CLINIG _L n OCCUPANCIES SEPARATION (706.3.8 / 508.3.2) 2 N/A
I K ( = T CLINI iy __f PROSTHETI _— o v o ]
DN \ BATHROOMJ CLSTI| TREATMENT —~ —STORAGE — ' oprhorics [ttt (NN I H B B /ﬁﬁ
DN \ — — (0T CLINIC) [ EX.ELECTRICAL : — — RECENING — — OFFIC STAFF TLT
i MAIN | _ oy 1t e e = = = = *7R00M‘£ — -STORAGE- — TREATMENT HSKP- v FIRE PARTITIONS (708) 1 N/A
p— 1 WAITING ADL D e T | -~ 1 - ==
| KITCHEN & . — 2 ) SR N A P P Wil ==na =
A - | LAUNDRY. SENN - B Tethpare - ML - — -
STORAGE—§ — | | STORAGE— [ KILNI = j SMOKE BARRIERS (709) 1 N/A
] o (PT CLIN‘I‘C)i ************* *PEOR?.L%FI.T(I:CSSI (KT CLINIC)— SLURRY ™~ <) F5 BASEMEINT' OCCUPANCY PLAN
- ~ | —— [ SRR - RoOM — NN — 116" =10
I = " o B A SHAFT ENCLOSURES (707.4) 1 1 U4691U415
m ‘ CORRIDOR — RM-_ i ﬂRECEIVING,’ o
OFFICE WAITING | [TECH TECHNICIAN'S HOLDING/
I ) ! ! \ \ - =T TR | WAITING—"" \yorkroOM____ g—SHIPPING CORRIDOR WALLS (708.3/ 1017.1) 0 NA
H [ 5 L . PRIV Il SUPPORT i - RECEPTION SHARED
= SUB~- OFFICE  [CLST. REATMENT | OFFICE PT.TLT. ‘ PT. TLT, N "
m%] y—ﬁ i @_4 . | | WAITING =~ R | f / £ I — R
MEN'S f — -
| _ | PHYSICAL SHARED \ I O GENERAL NOTES:
o | T C R THERAPY ACTVITY! ‘ N CORRODOR OCCUPANCY TYPE LEGEND
41| DM, = CLINIC EQUIPMENT ' —_— = S — = - 1) ALL RATED INTERIOR PARTITION SHOULD BE CONSTRUCTED IN ACCORDANCE WITH
W OFFICE Dot . _ __ \J TREATME\NT““ -/ NG | THE RATED PARTITION SCHEDULE UNLESS NOTED OTHERWISE ON THE FLOOR PLANS
@n\i \ : , =
i ﬁn ‘ orrce g | P L @ = privare KINESIOTHERAPY TREATMENT TREATMENT 2) CONTRACTOR TO PATCH AND REPAIR ALL NEW AND EXISTING FIREPROOFING AFTER
— TREATMENT THERAPY INSTALLATION OF NEW WORK AS REQUIRED TO MAINTAIN REQUIRED FIRE RATING.
OFFICE R H _ . | ASSEMBLY UNCONCENTRATED
i | | room CLINIC s TREATMENTS] &) ETREATMENT CONTRACTOR TO USE MATERIALS COMPATIBLE WITH EXISTING FIREPROOFING FOR
= PATCH WORK.
1 — [ ”1 = — | O s nl | —— —| = = =
HSPK ASSEMBLY CONCENTRATED LIFE SAFETY PLAN LEGEND
DN l
EXISTING TUNNEL TO NON RATED SMOKE PARTITION
BUILDING NO.S 7 AND 8 BUSINESS
i 1 HOUR FIRE RATED BARRIER / PARTITION
F1 FIRST FLOOR OCCUPANCY PLAN e EXIT ACCESS CORRIDORS EXIT/ EXIT PASSAGEWAY
o=t | STORAGE/MECHANCAL m)  EXITDISCHARGE > SMOKE COMPARTMENT EXIT
300-0" MAX.
PROJECT AREA SUMMARY BUILDING OCCUPANT LOAD © = — —mp  TOTALTRAVEL DISTANCE TO AN EXIT
EXERCISE ROOMS WITH EQUIPMENT
100-0" MAX.
EXISTING BASEMENT 2481SF. h = >  COMMON PATH OF TRAVEL
EXISTING BASEMENT EXISTING FIRST FLOOR NEW ADDITION ®
EXISTING FIRST FLOOR 22,780 SF.
USE AREA (SF)| SFIPERSON LOAD USE AREA (SF)| SFIPERSON LOAD USE AREA (SF)| SF/PERSON LOAD
NEW ADDITION 3368 SF il &) (5F) EXERCISE ROOMS WITHOUT EQUIPMENT
T ASSEMBLY CONCENTRATED 7NET ASSEMBLY CONCENTRATED 1214 SF. 7NET 173 ASSEMBLY CONCENTRATED 7NET N
ASSEMBLY UNCONCENTRATED 15 NET ASSEMBLY UNCONCENTRATED 526 SF. 15 NET 3% ASSEMBLY UNCONCENTRATED 15 NET
TOTAL AREA 28629 S F. BUSINESS 100 GROSS BUSINESS 17507SF. | 100 GROSS 175 BUSINESS 100 GROSS
: SWIMMING POOLS (WATER SURFACE)
INPATIENT SLEEPING 120 GROSS SWIMMING POOLS (WATER SURFACE) 50 GROSS SWIMMING POOLS (WATER SURFACE) | 1237SF. | 50 GROSS 2
BUILDING CONSTRUCTION TYPE INPATIENT TREATMENT 240 GROSS SWIMMING POOLS (DECK) 30 GROSS SWIMMING POOLS (DECK) 1642SF. | 30GROSS 55
OUTPATIENT TREATMENT 100 GROSS STORAGE/MECHANICAL 907SF. | 500GROSS 2 STORAGE/MECHANICAL 489SF. | 500 GROSS 1
NFPA 101 2012 BC 2012 SWIMMING POOLS (DECK SPACE)
STORAGE/MECHANICAL 2481SF. | 300 GROSS 10 EXERCISE ROOMS WITH EQUIPMENT 1882SF. | 50 GROSS 38 EXERCISE ROOMS WITH EQUIPMENT 50 GROSS
TYPE 2 (000) B OTALLOMD 2181 SF 0 EXERCISE ROOMS WITHOUT EQUIPMENT| ~ 744SF. | 15GROSS 50 EXERCISE ROOMS WITHOUT EQUIPMENT 15 GROSS F U LLY S PRINKLERED
E NOTE: SEE SHEET AE-002 FOR DEDUCT ALTERNATES IOOUED FOR BID
C ON SU LT AN TS PR O J E CT M AN A G E R Project Number Scale Drawing Title Project Title VA Project Number
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1. CONTRACTOR TO LEGALLY DISPOSE OF OFF
T SITE ALL EXISTING ASPHALT, ROCK, AND

FABRIC = 35‘338 vgzss POST SPACED _ MATERIAL REMOVED.
COMPACTED /6 0c 3 2. CONDUCT DEMOLITION AND CONSTRUCTION
Stop, SOL \ fo ACTIVITIES IN SUCH A MANNER TO PROVIDE
~* | MINIMAL TRAFFIC DISRUPTIONS.
z g 3. ALL EXISTING UTILITIES TO STAY IN SERVICE
z z DURING CONSTRUCTION. COORDINATE WITH
7 o OWNER.
. SURRADE el 4. ALL DIMENSIONS ARE TO THE EDGE OF

PAVEMENT OR THE BACK OF CURB.
S. FIELD VERIFY ALL DIMENSIONS ON THE SITE

@ SEDIMENT CONTROL FENCE PRIOR TO CONSTRUCTION AND IDENTIFY

DISCREPANCIES TO THE ENGINEER.

6. PROVIDE POSITIVE DRAINAGE IN ALL AREAS
WITHOUT PONDING AFTER INSTALLATION OF
NEW ASPHALT. CONTRACTOR TO TEST AND
CORRECT ANY “BIRD BATH” CONDITIONS.

>} 7. CONTRACTOR TO COMPLY WITH ALL LOCAL
5" oep. - AND STATE LAWS AND REGULATIONS.
FPENNSYL van, L o AR 8. NOTIFY ALL UTILITIES 72 HOURS PRIOR TO
A A VENUE E TR O) SAW CUT EXISTING. CONSTRUCTION START TO VERIFY UTILITIES
k5\’0 <‘Z<<\ TACK COAT (TYP) THAT MlGHT BE PRESENT ON SlTE
: RS . DEPTH BOTH SIDES
/ /"Q@%@ 12 g 4 Q / .7 9. CAUTION!!  THERE MAY BE EXISTING
< 6y i 12 A ¥ ASPHALTIC CONCRETE 7 UNDERGROUND UTILITIES OF WHICH THERE IS
S, g RCH n (e NO ABOVE GROUND EVIDENCE OBSERVED.
Meer » . 7 S o %6y N ABC 100% MIN.
8 e, e L T T s 41 ' 08 “e iz 1 COMPACTION ® EXACT LOCATION OR UTILITIES SHALL BE
1 \\:Xv AP SNVEE B S AL MENT VERIFIED BY THE CONTRACTOR PRIOR TO
s v YN T~y O v CONSTRUCTION.  CALL PENNSYLVANIA ONE
va v v v v v v v v vy vy v W v v 47“/5\4/ —
Q@b“’ g iy vvwvvvvvvvvvvvv%vvlvvh@:jf\ v CONCR, £ duR, ” 1'=0" MAX. 1’—0" MAX. CALL DIAL 811.
é&b ¥ N v v v v v v v v v v v v v v v g [305mm] [305mm]
QS v = y 15.76'; v iz RE TRENCH
§ ’ I_E > : BACKFILL
% v o — .
N 9. . : ' BUILDING ADDITION ‘
8 M o \ © ASPHALT REMOVAL AND REPAIR KOO
3.5 X 7.33" STOOP

e —
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U D ;._' ; CONCRETE SIDEWALK s
@ il _. 3 4'—0” MAX. @ SEEDING M
v YL I [1219mm]
e SAW CUT PAVEMENT
, _lid_ @ FOR TRENCH WIDTHS EXCEEDING 4" [1219mm] REFER TO VA CONCRETE CURB
LB T 25.26' ' ' STANDARD DETAIL 32 12 16—02 "TYPE 2 UTILITY TRENCH PATCH”.
@ 5l E FOR TRENCH WHERE PORTLAND CEMENT CONCRETE (PCC) PAVEMENT CONCRETE WALL
ISR |- EXISTS, REFER TO 32 12 16—03 "TYPE 3 UTILITY TRENCH PATCH”. (SEE STRUCTURAL PLANS
' 3 / ! 17.78' d 2" [50mm] MINIMUM OR THICKNESS OF EXISTING PAVEMENT FOR DESICN)
4 BUILDING ADDITION — —z WHICHEVER IS GREATER.
' A /@ 2" WIDE STONE DRAINAGE BED
o N R I Il BITUMINOUS SURFACE TREATMENT (CHIPSEAL) REQUIRED ONLY FOR
- : § T A ! . LONGITUDINAL TRENCHES WITH WIDTHS GREATER THAN 6 [1829mm]. ADA RAMP AND SIDEWALK
® o - > , @ 4" [100mm] MINIMUM ABC OR THICKNESS OF EXISTING GRANULAR (SEE ARCHITECTURAL & STRUCTURAL
(5) T" VE 2 N\ BASE COURSE MATERIALS (E.G. ABC & SELECT MATERIAL) WHICHEVER FOR DIMENSIONING AND DETAILS)
[l . ‘ | IS GREATER.
/ \ REFER TO VA STANDARD DETAIL 32 12 16-—04 "UTILITY TRENCH REMOVE AND REINSTALL SIGN
. (8) = a I\ PAVEMENT PATCH NOTES” FOR ADDITIONAL INFORMATION.
U, B RN 4 )
0”’%0 - - v : REMOVE AND REINSTALL STAIRS
] T, SN (3 9 TYPE 1 UTILITY TRENCH PATCH
5 eIk : - NTS SILT SACK INLET PROTECTION
O W, Vs . : //c
4% B -
Of%; ] o N, SEDIMENT CONTROL FENCE
I ‘q _.'A 4/04?}, O
T “U% e SAWCUT AND REMOVE CURB &
TOP OF PAVEMENT FOR NEW SIDEWALK
MASSACHUSETTS LANE CURB
CHAIN LINK CONSTRUCTION
FENCE, 7 FT

CONCRETE CURB (WAX)

© 0 0 o

|

P3

EXISTING STRIPING TO BE
REMOVED BY GRINDING, RESTRIPE

3/4” R. PAVEMENT g 10 )
6y [19mm] SURFACE
g,
z \ PER THE VA'S COR DIRECTION
SEE ARCHITECTURAL PLANS
\\ FOR STAIR DETAILS

' DESIGN END OF CURS — Eié%’l\/lllﬂglj%m] RELOCATED EXISTING STOP SIGN

= CONCRETE CURB TERMINAL SECTION JOINT FILLER
NOTES:
1. ALL CONCRETE CURBS AND TRANSITIONS, SHALL HAVE

A MINIMUM COMPRESSIVE STRENGTH OF 2,500 PSI.

@ ©

6 MIN
[152mm]
Q

@

2. MAXIMUM SPACING ON SCORED JOINTS SHALL BE 15’
[4572mm], NOTE: EXISTING UTILITY INFORMATION
60" MAX. 60" MAX. .
[18288mm] [18288mm] L2 LdRE ESOE&@JT& 3. 1/2” [13mm] THICK EXPANSION JOINTS SHALL BE SHOWN ON PLAN WAS DERIVED FROM
17 [25mm] — 1/4” [6mm] R 1/4” [6mm] EXPANSION JOINT TO EXPANSION JOINT EXPANSION JOINT TO EXPANSION JOINT WIDTH LOCATED AT TANGENT POINTS IN CURB RETURNS, A COMBINATION OF SURVEY AND
©l'g ' G . TRANSITIONS, AND AT A MAXIMUM OF 60’ [1828.8cm]
ONRACTION o S|E (TYP.) FORMED oirs CORED SEE_NOTE 7 RE Fi o ) INTERVALS. EXPANSION MATERIAL SHALL ALSO BE EXISTING DRAWINGS. CONTRACTOR TO
7 5, o) e —2" [51mm] R PLACED BETWEEN CURBS AND ADJACENT STRUCTURES, FIELD VERIFY ALL RELEVANT UTILITY
s S —— / SIDEWALKS, DRIVEWAYS AND CURB ACCESS RAMPS.
o|E THE 1/2” [13mm] JOINT FILLER SHALL EXTEND THE
= E|E < 3 FULL DEPTH OF THE CONCRETE. LOCATIONS.
/ | * 15" HA. SURFACE . E: . Ez : 4. CONCRETE SHALL BE FINISHED WITH A STEEL TROWEL
/ M N NG T Yok Clek FOLLOWED BY BRUSHING WITH A FINE BRUSH ALONG TOPOGRAPHIC SURVEY PERFORMED BY
- TOP OF CURB Lol A mz  |R2 :
CLASS "B EXPANSION JOINT WITH ol S 2= 1% HOWELL KLINE SURVEYING, LLC
» P N (a8 oo >00 -0 -0 00000000 -= .
CONCRETE jJéIAlr\lT [ElTLrE;e BITUMINOUS NGOTES: (&3 > 5. SINGLE CURB MAY BE CONSTRUCTED BY THE USE OF ’
1. EXPANSION JOINTS SHALL BE LOCATED WHERE SIDEWALK ABUTS CONCRETE DRIVEWAYS, CURB ‘B‘AgE CONPACT AGGREGATE 9 1/2" FORMS OR MAY BE SLIP FORMED.
EXPANSION AND SCORED JOINT DETAIL OR OTHER ADJACENT STRUCTURES. b b 5 H=DESION REVEAL (247 rmm] 6 ALL EXPOSED EDGES AND HAND TOOLED JOINTS SHALL
, 2. ONE—HALF INCH BITUMINOUS JOINT FILLER SHALL BE INSTALLED AT EXPANSION JOINT e S S S S S S Sl Sl e o e P NOTE 7 BE FINISHED WITH A TOOL HAVING A 1/4” [6mm]
VARIES QPER PLANS |, 0’ MIN. LOCATIONS AND SHALL EXTEND THE FULL DEPTH OF THE CONCRETE. N NN 10" RADIUS UNLESS A LARGER RADIUS IS INDICATED BY
05 MAX. /// R ///\///\/ 6" COMPACTED AND [254mm] THE APPLICABLE STANDARD DETAIL OR PROJECT
< [3200mm] 3. 1” DEEP CONTRACTION JOINTS SHALL BE PLACED AT INTERVALS OF APPROXIMATELY 15’ RAKX \\\,\\\/\%/\\ ) WELL DRAINED SUBGRADE NOTE 8 PLANS.
IME \G.. [4572mm] OR AT A SPACING THAT MATCHES THE ADJACENT CURB. CONCRETE VERTICAL CURB 7. FOR REVEALS OF 6” [152mm] TO LESS THAN 8"
:‘T.F"‘-'—--xmﬁ 4. FORMED CONTRACTION JOINTS SHALL BE FINISHED WITH A TOOL HAVING A 1/4” [6mm] RADIUS. [203mm].
® 1% MIN. g £ 5 _______ - 5. SCORED JOINTS SHALL BE 1/4” [6mm] DEEP AND PLACED AT THE SPACING INDICATED FOR * PER PENNDOT SPECIFICATIONS MOST CURRENT EDITION 8. FOR REVEALS OF 8" [203mm] TO 10" [254mm]. , ,
2% MAX. 1S 5 THE WIDTH OF SIDEWALK OR MATCH SCORED JOINTS OF ADJACENT CURB. 0 20 40
ol
N 1% U 5. CONCRETE SHALL BE FINISHED BY MEANS OF A FLOAT, STEEL TROWELLED AND BROOMED WITH FULL DEPTH ASPHALT PAVEMENT DETAIL 5 )\ CONCRETE CURB AND TERMINAL SECTION —_—
o MA% TYPICAL SECTION A FINE BRUSH IN A TRANSVERSE DIRECTION. 4 \TS
NTS
7. 1/4” DEEP SCORED JOINTS (TYP) SPACED AT 6’ [1829mm] OR EQUAL TO SIDEWALK WIDTH.
@ v 195UED FOR BID
CONSULTANTS PROJECT MANAGER ‘Project Number Scale [Drawing Title |Project Title VA Project Number
[ | B ]
) ' 3627 1"=20 SITE PLAN RENOVATE BUILDING 69 542-CS-203 |
Project Manager Architect Structural Engineer MEP/FP Engineer Civil Engineer Fire Protection Consultant Cost Estimator Aquatic Consultant Abatement Consultant B Bui|ding Number OffICe Of
BRAY MOONEY  ARRAY HEALTHCARE WZG, STRUCTURAL APOGEE GUIDON DESIGN  HARRINGTON  BRAY MOONEY  ATLANTIC COLDON ra y 69 Facilities
NSULTIN FACILITIE NSULTIN NSULTIN ROUP NSULTIN AQUATI RPORATION
CONSULTING SOCLUTIOI\?S ESGI?\ILIJEERSG ggoag G GROU CONSULTING EﬁgINEERING CORPO 0 M n Approved: Project Director Location [Drawing Number Management
ooney 1400 Black Horse Hill, Coatesville, PA
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1. CONTRACTOR TO REMOVE AND LEGALLY DISPOSE OF
OFF SITE ALL EXISTING ASPHALT, ROCK, AND

=
MATERIAL REMOVED.
””,’ 2. CONDUCT DEMOLITION AND CONSTRUCTION ACTIVITIES
IN SUCH A MANNER TO PROVIDE MINIMUM TRAFFIC
 _HZmHTE DISRUPTIONS.
= "CEMENT: =
KMORTAR , 3. MAINTAIN ALL EXISTING UTILITIES TO STAY IN
SEE_/f NV B R SERVICE DURING CONSTRUCTION.
NOTE #2 = A 4. FIELD VERIFY ALL DIMENSIONS ON THE SITE PRIOR
© © TO CONSTRUCTION AND IDENTIFY DISCREPANCIES TO
— e THE ENGINEER.
- s/ KOR-N-SEAL PIPE .
ﬁEHHEEEIDN o PRECAST by 5. CONTRACTOR TO COMPLY WITH ALL LOCAL AND
INV: 614,00 A ST Y o STATE LAWS AND REGULATIONS.
& 14
K &, - $ SEE NOTE #2 6. NOTIFY ALL UTILITIES 72 HOURS PRIOR TO
5 "o, > £ MIN. /_ , CONSTRUCTION START TO VERIFY UTILITIES THAT
ENNSYL Va4 AVE - ' M. OVER HIGHEST MIGHT BE PRESENT ON SITE.
Xy o /VUE « Lo ir oF & £2 o £ ;., 7. CAUTIONIT  THERE MAY BE EXISTING UNDERGROUND
% - o, </T sIR 35 @ 2077 g%RLESDF@ ?'707 - @b@@// & f\fkpf ) 6" MIN. % UTILITIES OF WHICH THERE IS NO ABOVE GROUND
% S S ANe EraING SANITARY CLEANDUT | of | *“2.. ; S T ' \/ E f “ MANHOLE TYPE J @ et = EVIDENCE OBSERVED. EXACT LOCATION OR
CONTINUATION INVEeL7.00 Py, | 8 5 RN o 3 NV &% o355, CLASS A CONCRETE » UTILITIES SHALL BE VERIFIED BY THE CONTRACTOR
s ey o, § % a, I Y T SEEE Nenw ieRGROUND 0 PRIOR TO CONSTRUCTION. CALL PENNSYLVANIA
w e, 5 FEay g g2 0% 7 > e o, INVI ~6135 SOUTH ", STEAM : '
O - Q 623.08 o“/s?')jo /VA/@ &?5‘;@0—0 6’0% 7 ) A - N /\..jgippmvw, ' (/f%%\f SIPE THICKNESS g ONE CALL — DIAL 811.
> : 7. Bz [623.16) BT = e “ e &5 o R : T v1/26+2 © 8. FOR VIEWING CLARITY OF THESE CONSTRUCTION
C, e l——— S N — 628.30 ] = S Feaf | O 3 e B > E %z 5 I PLANS, THE PIPES OR STRUCTURES MAY NOT BE
ow: 62080  MhEEZ2IN L e T ~ o g &V COlcrer g % o io DRAWN TO SCALE.
W38 L o ﬁ%ﬁ%b @éii & o 2 )\ 2 ' 622?3& o %§J; CONCRETE % 5, | \ B BORROW | o
: : 2 SRS = PR g g 2 -1 kS 22 K | > % S,
aw: 62070 (" \@ . — I ; | STI_KRM 8 ST \ \ & ‘ 183 o & e ) % 5 524/%%% P 6"_|_‘_ \—SEE NOTE #2 _’_I_e”
~ . - 1) a2 R ) S . > s ‘ & 7562,
%f = S g =B TR - | [628.55 e STR 1 \SANITARY S @éjﬂ S “ o | Bs e 2 Y
/ 5 CHWS%Q§Q§@£&} /xov%‘f 2% ’m ;I',\é:LESTEBTgEE L CLEANOUT WATER LINE '/Y WA ' /]Z\\ﬁ‘fb@;//ngfg MANHOLE PlPE SlZES
5 O & 60344 : : 622, INV: 61536 Rros ! T 7 S0 5,
—_— a0 zs o | < \ewg 20 BUILDING ADDITION INV: 62015 WEST o] - e TYPE | G T | R o WAL IRE | FOR MANLINE ——— DRAINAGE DIRECTION FLOW
G —— MECHANICAL ROOM, éig%%7\¢// Qg . ~ S— FFE=6P8.35 82 LF OF 8 2P0, Wy 221 e <95&§37% H 2’70 ¥ - ;:’ ;
SEE SHEET 1-MP111 %o Tt A i : ' 4 3 S ; ; ; 5 ;
s FOR CONTINUATION, 623.80] == | | EEEEEEATED HDPE < i N i § Ig i, & 3 7 MATCH EXISTING GRADE
L 5 —= / T ey, 624.00 02450 T WIS among 1, S, L[4 7045 & 4 45
o xa, ¥ e, “ , i 25 2 Bren M| S, 7=ST0Ry T M |45 10 6| 85 5.5 6
L, 7 o 624.05 2 — 6 2 o IF e | Z5 M st : i
W e T o T o] S, - S D N BUL e Aoy, @f;jé?% N [e107 | ¢ 6 7
22> CONCRET: & % BW: 621.25 gjé?gd 55390 673.97 /;njé?&o \ /6‘93320/V 2&;& % e o e &% /<<\. \\'66/»};8’//,00/‘@ NOTES:
= o IcE Lo, BB &5, e S0l O, S A Fo AfIFR a ] R VA L o 1. DROP PIPE MAY BE USED WITH MANHOLES TYPE H SITE SYMBOLS - UTILITIES
Terre zf%‘ S, P, 5 Por, g s Horgn, i i © Fop BW: 626.27 ME| o7 g%;; o G THROUGH TYPE N AND SHALL BE REFERRED TO AS DROP T - UTILIT
/ . 5 ! o, o [B25 e, &% - - e, v q — MANHOLE TYPE H THROUGH TYPE N.
O;JO N % S 6\0@5) 00@ EZK L <o /C & 0/94/ %
VE 62656 7 P TW. 628.45 £ m E Ssan” ﬁ 2. THE CONTRACTOR WILL BE PERMITTED TO SUBSTITUTE _
G %%:@% 45 FFE UP: 628.35 BW: 626.50 M.E| || e P @O\ o ‘-\\aﬁe% MANHOLES TYPE C THROUGH TYPE F FOR MANHOLES TYPE OAS GAS LINE
(e ~ = \ o Lo
G L FFE DOWN: 624.00 CVISTING BUTL DING AT E DN ; H THROUGH TYPE N FOR COMPARABLE PIPE SIZES. e ELECTRIC LINE
e KN N TRANSFORMER
ANy _ N TC: 629.69 —W—— WATER LINE
=] 2 FFE=628.20 828450 o 028.95 : s BC: 627.13 M.E. 6 MANHOLE TYPE J,K,L,M & N
| o s 629.00 . < %
¥ o, : TONN\G ) &, —STRM—  STORM SEWER
K"*@% CONTRACTOR TO FILL WITH —mx s 626 BN S o G NTS
SUTAE SoIL 10 PRI NI\ T ——T——  TELEPHONE LINE
N \ & O“gfé) : . .E.
\J626.75 || —SAN—— SANITARY SEWER
) . —//— 90LB PRESSURE STEAM
W X S e % “ 3y 7
@OZ?% Al —= 2 / o%%@ + 60LB PRESSURE STEAM
% ) iR i L& o5
E % Fa = C%W_%S SAE’ SAF SAp SAF SAN - SAN . SAN = SA’N:@r c E Zp — FUEL—  FUEL LINE
o Z5 4o 2z, - £ , ) — ‘ ! 632
s - - )@ &5 &Oé S C(/@@ (%% 2, “ %ifgf
a5 2 AN i TC: MEE. 631.56 S HYDRANT, FIRE
WE 70T, e [ e MASSACHUSETTS LANE L4
g g, WP / i y '95 SANITARY MANHOLE
2 A >
g S ) ®) ELECTRICAL MANHOLE
G G G G G G G o S
| > EACH B STORM STRUCTURE
. o DUMP STRAPS LIGHT POLE
W o EXPANSION RESTRAINT %:%
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